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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

SAFETY PRECAUTIONS

Indicates that this appliance uses a flammable refrigerant. If the refrigerant leaks and is exposed to an external  
ignition source, there is a risk of fire.

Indicates a hazardous situation that, if not avoided, WILL RESULT IN DEATH OR SERIOUS INJURY.1

Indicates a hazardous situation that, if not avoided, COULD RESULT IN DEATH OR SERIOUS INJURY.1

Indicates a hazardous situation that, if not avoided, COULD RESULT IN MINOR OR MODERATE INJURY.1

Indicates information considered important, but not hazard-related; indicates situations that may result in equipment 
or property damage accidents.1

This symbol indicates an action that should not be performed.

DANGER

CAUTION

1Signal words, symbols, and definitions taken from American National Standards Institute (ANSI) Z535.6. See https://www.ansi.org/ for more  
information.

The instructions below must be followed to prevent product malfunction, property damage, injury or death to the user or other people. Incorrect 
operation due to ignoring any instructions will cause harm or damage. The level of seriousness is classified by the symbols described below.

Installation

All electrical work must be performed by a licensed electri-
cian and conform to local building codes or, in the absence 
of local codes, with the National Electrical Code, and the 
instructions given in this manual.
If the power source capacity is inadequate or the electric work is not 
performed properly, it may result in fire, electric shock, physical injury or 
death.

Do not touch the communications and EEV kits’ wir-
ing, terminals, or other electrical components with tools or 
exposed skin when the power is connected. Only qualified 
technicians should install, remove, or re-install the kits.
Improper installation or use may result in fire, electric shock, physical 
injury or death.

Do not install, remove, or re-install the communications 
and EEV kits by yourself (end user). Ask the dealer or a qual-
ified technician familiar with safety procedures and equipped 
with the proper tools and test instruments to install the kits.
Improper installation by the user may result in fire, electric shock, physi-
cal injury or death.

For replacement of an installed communications and EEV 
kits, always contact a qualified LG service provider familiar 
with safety procedures and equipped with the proper tools 
and test instruments.
There is risk of fire, electric shock, and physical injury or death.

Do not install the communications and EEV kits in a loca-
tion where the kits can be exposed to rain, snow, etc.
There is risk of physical injury or death due to electric shock.

Safely dispose of the packing materials.
Tear apart and throw away plastic packaging bags so that children may 
not play with them and risk suffocation and death. 

Wear protective gloves when unpacking, installing, and han-
dling the kits. Sharp edges may cause personal injury.

Do not install the communications and EEV kits in loca-
tions where either kit could fall down.
There is risk of physical injury.

Use the appropriate parts and connectors. 
There is risk of physical injury or death due to fire and / or electric shock.

Replace all control box and panel covers on the communica-
tions and EEV kits.
If cover panels are not installed securely, dust, water, and animals may 
enter the kits, causing fire, electric shock, and physical injury or death.

Failure to carefully read and follow all instructions in this 
manual can result in physical injury or death.
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Safety Precautions

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

SAFETY PRECAUTIONS

Only qualified technicians familiar with safety procedures 
and equipped with the proper tools and test instruments 
should install, remove, or re-install the communications and 
EEV kits.
Improper installation or use may result in product malfunction.

Do not install the communications and EEV kits in a 
location where the kits can be exposed to rain, snow, etc.
There is risk of product malfunction.

Do not drop the communications and EEV kits.
It may damage the products.

Failure to carefully read and follow all instructions in this 
manual can result in property damage and equipment mal-
function. 

Installation, continued.

WIRING
DANGER

High voltage electricity is required to operate the commu-
nications and EEV kits. Adhere to the NEC code and these 
instructions when wiring. 
Improper connections and inadequate grounding can cause accidental 
injury or death.

Always ground the communications and EEV kits following 
local, state, and NEC codes.
There is risk of fire, electric shock, and physical injury or death.

Turn the power off at the nearest disconnect before servicing 
the equipment.
Electrical shock can cause physical injury or death. 

Properly size all circuit breakers or fuses.
There is risk of fire, electric shock, explosion, physical injury or death.

Communication kit requires its own power source (EEV kit 
is powered off of Communication kit). Do not share the 
power source with other equipment.
There is risk of heat generation which may cause fire, electric shock, 
explosion, physical injury or death.

Do not supply power to the communication and EEV kits 
until all electrical wiring, controls wiring, piping, installation, 
and refrigerant evacuation are completed for the entire air 
conditioning system.

The information contained in this manual is intended for use 
by a trained, licensed electrician familiar with the U.S. Nation-
al Electric Code (NEC) and equipped with the proper tools 
and test instruments.
Failure to carefully read and follow all instructions in this manual can  
result in equipment malfunction and property damage.

The information contained in this manual is intended for use 
by a trained electrician familiar with the U.S. National Electric 
Code (NEC) who is equipped with the proper tools and test 
instruments.
Failure to carefully read and follow all instructions in this manual can  
result in personal injury or death.

All electric work must be performed by a licensed electrician 
and conform to local building codes or, in the absence of  
local codes, with the National Electrical Code, and the  
instructions given in this manual. 
If the power source capacity is inadequate or the electric work is not 
performed properly, it may result in fire, electric shock, physical injury or 
death.

Use power wires of sufficient current capacity and rating. 
Refer to local, state, and national codes.
Wires that are too small may generate heat and cause a fire resulting in 
physical injury or death.

Secure all field wiring connections with appropriate wire 
strain relief.
Improperly securing wires will create undue stress on equipment power 
lugs. Inadequate connections may generate heat, cause a fire and result 
in physical injury or death.

Verify that all power wiring, plugs, and sockets are not loose 
or damaged.
Loose wiring may overheat at connection points causing a fire or electri-
cal shock and result in physical injury or death.
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

SAFETY PRECAUTIONS

Do not install the communications and EEV kits in loca-
tions exposed to open flame or extreme heat. Do not touch 
the kits with wet hands.
There is risk of fire, electric shock, physical injury or death.

Do not modify or extend the power supply cords.
There is risk of fire, electric shock, physical injury or death.

Do not step or place anything on the communications 
and EEV kits.
If the product falls, there is risk of physical injury.

Do not place heavy objects on the communications and 
EEV kits’ power cables.
There is risk of fire, electric shock, physical injury or death.

Only authorized persons should operate the communications 
and EEV kits.
If the kits are not operated properly, there is a risk of physical injury.

Do not provide power to or operate communication and 
EEV kits if the kits are flooded or submerged. Always have 
the dealer or an authorized technician to service the kits.
There is risk of fire, electric shock, physical injury or death.

Do not store or use flammable gas or combustibles near 
the communications and EEV kits.
There is risk of fire, explosion, and physical injury or death.

Unplug the communication and EEV kits if either kit emits 
strange sounds, smells, or smoke.
There is risk of fire, electric shock, physical injury or death.

Do not let the communication and EEV kits get wet.
There is risk of product failure or malfunction.

Only authorized persons should operate the communication 
and EEV kits.
There is risk of product failure or malfunction.

Do not drop the communications and EEV kits.
There is risk of product failure or malfunction.

Do not step or place anything on the communications 
and EEV kits.
If the product falls, there is risk of product damage.

OPERATION
DANGER

CAUTION
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LG PROPRIETARY INFORMATION

AHU KIT INTRODUCTION

Introduction
The PAHCMR000 AHU Communications Kit bridges LG’s air conditioning outdoor unit to a third-party Air 
Handling Unit (AHU). Its function is based on the return air temperature control. In installations where 
the AHU is designed with Direct Expansion (DX) Coil, the PAHCMR000 will control the return air tem-
perature by measuring the inlet and outlet temperatures of the DX coil and changing the operation of the 
outdoor unit and the expansion unit. PAHCMR000 AHU Communications Kit features are:
•	It can be used with LG Multi V air or water source outdoor units.
•	It supports AHU coil capacities from 12 - 384 kBtu/h.
•	It controls the Electronic Expansion Valve (EEV, required, sold separately)
•	It measures the return air temperature through the enclosed temperature sensor and controls the 

outdoor unit to secure the demanded return air temperature.
•	It can be directly connected to direct digital control (DDC) without a separate control module, so DDC 

can receive product control and status information through Modbus communication.
•	The PAHCMR000 AHU Communications Kit consists of a chassis, communication module, and room 

(return) air thermistor.

Figure 1: PAHCMR000 AHU  
Communications Kit.

Figure 2: AHU Communications Kit System Schematic.

* BACnet® is a registered trademark of the American Society of Heating, Refrigerating and Air-Conditioning Engineers (ASHRAE); LonWorks® is a registered trademark of Echlelon Corporation.

Control Signal (field supplied)
Pipe

Thermistor Signal
Refrigerant flow (cooling)
Refrigerant flow (heating)

LG Wired
Controller1

Air flow
LG AHU
EEV Kit

Third-Party
Air Handling

Unit

LG Multi V
Air Source or

Water Source Unit2

1LG wired controller is required. 
2Compatible units are Multi V.
3Compatible central controllers are AC Smart and ACP.

Return Air
Thermistor

Max
Length
32 feet

LG AHU
Comm Kit

PAHCMR000

AC Smart 5

LG Central Controller3
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT SPECIFICATIONS, 
COMPONENTS LIST

Specifications
Table 1: PAHCMR000 AHU Communications Kit Specifications Table.

AHU Communications Kit Components
Table 2: PAHCMR000 AHU Communications Kit Components Table (factory supplied).

Kit Model Number PAHCMR000
For Use With Multi V systems

Power Supply Requirements 208-230VAC, 60Hz, 1Ph
Rated Current 0.1A

Ambient Operating Temperature Range -4 to +149°F
Ambient Operating Humidity Range 0 to 98% (Non-condensing)

Dimensions (in., W x H x D) 11-13/16 x 6-3/32 x 11-13/16
Net Weight (lbs.) 13.7

Shipping Weight (lbs.) 16.4

Communications RS-485 (Connects to Indoor Unit A / B Terminals on Air-Source / Water-Source Unit PCB; Main 
unit in multi-frame systems)

Communications Cable AWG 18 x 2 Stranded, Shielded Copper Wire

Part Quantity Image

AHU 
Communications Kit One (1)

Return Air (Room)
Thermistor One (1)
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

Selecting the Best Location
Do
•	Install the AHU Communications and EEV Kits with the access panels facing outward.
•	Install in a location that can support the weight of the kits.
•	Install the EEV kit on the AHU as close as possible to the heat exchanger.

Don’t
•	Don’t install or operate the unit in an area where mineral oils, sulphuric gases, acidic or alkaline vapors or spray are present.
•	Don’t install in an area where the air contains high levels of salt (oceanside locations).
•	Don’t install in vehicles or vessels.
•	Don’t install in an area where voltage fluctuates significantly (factories), or near machines that generate electromagnetic waves.

AHU Operation Range
Range of the heat exchanger inlet air temperature is 64.4 to 104°F for cooling, and 41 to 86°F for heating. If the temperature is <64.4°F 
for cooling and >86°F for heating, the system might cycle on and off because of the system’s protection logic.

Application Conditions
100% outside air intake: The AHU(s) is (are) the only indoor unit(s) 

connected to the air-source / water-source unit(s).
The total capacity of 100% outside air intake AHU(s) should be

50~100% of the air-source / water-source unit(s).

Combination of indoor unit(s) and 100% outside air intake AHU(s) is (are)
connected to the air-source/water-source unit(s)

The combination ratio should be 50~100%.
The total capacity of the 100% outside air intake AHU should be less 

than 30% of the air-source/water-source unit capacity.

To measure room temperature accurately, install the room thermistor in the heat exchanger inlet. If the room thermistor is not installed properly, the 
AHU may not operate properly.

Table 3: AHU Applications and Conditions.

AHU Communications Kit Design Parameters
•	Minimum coil entering air temperature is 41°F when system is operating in heating mode.
•	AHU coil sizing parameters: 

•	Suction (evaporating) temperature for coil sizing is 41°F, Condensing (liquid) temperature for coil sizing is 110°F.
•	Recommended coil tube sizes: 3/8 or 1/2 inches.
•	Coil volume is needed to calculate additional refrigerant charge amount.
•	Coils larger than 8 tons on heat recovery systems or 32 tons on heat pump systems should be divided into multiple circuits to allow EEV 

Kit connection (EEV Kit sold separately).
•	Pipe sizing rules are same rules as the connected air-source or water-source unit (see respective Engineering and Installation Manuals for 

more information).
•	Maximum recommended combination ratio is 100%.
•	AHU Communications Kits and EEV Kits (sold separately) are not weatherproof and must be protected from rain, snow, etc. 

AHU COMMUNICATION KIT INSTALLATION
Selecting the Best Location
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

The default setting of all DIP switches is set to OFF Communication Module

SW nam e N o Item Set t ing N ote

SW1

1 ODU Type
ON Single Comm.  Using Single Split outdoor unit
OFF MULTI V Comm        . Using MULTI V outdoor unit

2 Control Type
ON Communication Controlled by DDC Modbus or LG remote controllers & central

controllers

OFF Contact signal Controlled by DDC through Contact signal
(LG Central controller can only monitor status)

3 DO Type
ON Fan Speed DO1 : High, DO2 : Middle, DO3 : Low

(DO changes according to fan speed setting value)

OFF Status  

4

Fan Speed
(available

when
SW1-3 ‘ON’)

ON Fixed
The fan will always be running as set fan speed except
defrost. (During defrost, the fan speed will change as low fan
speed.)

OFF Change The fan speed will be changed according to TH on/off
For more detail please check ‘Digital Output – Fan Speed’

SW2

1

Room
thermistor

sensor
reference

setting

ON Remote control /
Indoor unit / 2TH

Control according to value of remote control installer setting
no.4 (refer to the remote control manual)

OFF Indoor unit -

2 Reserved - - -

3/4 UI Setting

OFF/OFF UI Setting #1
UI1 : Operation ON/OFF, UI2 : Heating/Cooling
UI3 : Forced Thermal ON/OFF 1)

UI4 : Target air temperature 2)

OFF/ON UI Setting #2 UI1 : Operation ON/OFF, UI2 : Cooling only/OFF
UI3 : Heating only/OFF, UI4 : Forced Thermal ON/OFF

ON/OFF UI Setting #3 UI1: Operation On/Off, UI2: Heating/Cooling
UI3/UI4 : Thermal on/off with fan speed

ON/ON UI Setting #4 UI1 : Operation On/Off, UI2 : Heating/Cooling
UI3 : Emergency Stop

1) It changes to Target air temperature when SW_FLASH is set to AHU Comm. Kit (R32).
2) It changes to refrigerant leak detection sensor contact signal when SW_FLASH is set to AHU Comm. Kit (R32).

DO1 : ON/OFF, DO2 : Defrost, DO3 : Alarm

AHU COMMUNICATION KIT INSTALLATION
DIP Switch Settings

Setting the AHU DIP Switches
For the AHU Communications Kit to function properly, set the DIP switches as required by the system installed..

Figure 3: DIP Switches

Table 4: DIP Switch Settings.
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

•	 Do not change the reserved switch (It may malfunction).
•	To use group control, use the LG group control cable, sold separately (max. 164 feet [50 m]).

AHU COMMUNICATION KIT INSTALLATION
DIP Switch Settings

Table 5: DIP Switch Settings, continued.
SW nam e N o Item Set t ing N ote

SW3

1

Group
Main / Sub
(Return Air

only)

ON Slave mode See “Multiple module installation guide In the PDB” for more details

OFF Master mode
Master mode is default for single AHU Controller installation. 
Please see “Multiple module installation guide In the PDB” for more details

2/3 Operation
mode setting

OFF/OFF Heat Pump  
OFF/ON Heating Only
ON/OFF Cooling Only

-NO/NO
---4

SW4 Capacity
Index Setting - - According to ODU Type, the capacity index can be set up to Multi V or 

Single Split1~4

Cooling or Heating operation mode is available

Operation mode is Heating only (Heating / Fan)
Operation mode is Cooling only (Cooling / Fan)

Reserved
Reserved

Table 6: DIP SW_FLASH Table

DIP SW_FLASH

SW FLASH

SW nam e N o Item Set t ing N ote

SW_FLASH

1 - - Onboarding Port
2 - - Onboarding Port

3,4
Refrigerant

leakage
detecting

OFF/OFF AHU Comm. Kit (R410A)
OFF/ON AHU Comm. Kit (R410A)

ON/OFF

AHU Comm. Kit (R32)
UI1: Operation ON/OFF
UI2: Cooling/Heating
UI3: Thermal ON/OFF
UI4: Third Party refrigerant sensor

ON/ON

AHU Comm. Kit (R32)
UI1: Operation ON/OFF
UI2: Cooling/Heating
UI3: Target air temperature
UI4: Third Party refrigerant sensor

The default setting of all DIP switches is set to OFF.

1)
3)

2)
3)

1) R32 Refrigerant leak detection active and Ul3 controls Thermal On/Off Function
2) R32 Refrigerant leak detection active and Ul3 controlled by 0-1 OV signal.
3) Ul4 Enabled for Dry Contact closure (no voltage) to enable refrigerant leak detection Alarm Sequence: When contact is closed alarm code CH230 is displayed on connected remote controller and/or a central 
controller, then initates ODU pump-down and shut down sequence. If SW1-3 is OFF, DO1 Contact also closes.
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION

Setting the AHU DIP Switches
Set DIP switch SW4 as appropriate for the capacity of your air handing unit.

Table 7: SW4 DIP Switch Settings for AHU Capacity.

SW4 DIP switches
Capacity (kBTU/h)

MULTI V

211

512

813

424

825

636

247

848

459

6701

6911

51121

43131

35141

27151

29161

Switch
Number

Notice:
1. PAHCMR000 AHU can be connected to the PRLK048A0, PRLK096A0, or PRLK396A0 EEV kits only.
2. If connecting the PRLK396A0 EEV kit to a Multi V outdoor unit, set DIP switches 1, 2, 3, and 4 to ON
    to set capacity to 192 kBtu/h.

DIP Switch Settings
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Parts

Diagram Label Part Name  Quantity
1 Thermistor Assembly, NTC One (1)
2 Controller Assembly One (1)
3 Bracket One (1)
4 Panel Assembly,Control Three (3)

Figure 4: AHU Communications Kit Parts Diagram.

Table 8: AHU Communications Kit Parts Table.

1

2

3

4
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Mounting

1.	 Use the key to open the AHU Communication Kit door. 

2.	 Remove the four nuts from the four captive bolts at the corners of the control panel assembly. 

3.	 Carefully remove the control panel assembly from the AHU Communication Kit. 

4.	 Use the AHU Communication Kit as a template and mark the locations of the screw holes on the mounting surface.

Do not drill holes without removing the control panel assembly.
Metal shavings can collect on the control panel assembly and damage the equipment when power is applied.

5.	 Drill the four holes for the field-supplied screws. Ensure the drill bit does not damage any equipment or components.

6.	 Carefully replace the control panel assembly and secure with the four nuts on the four captive bolts.

7.	 Position the AHU Communications Kit at the mounting location and secure with four field-supplied screws. Ensure the screws do not 
damage any equipment or components.

Figure 5: AHU Communications Kit Installation

Model
  

PAHCMR000 11-13/16 6-3/32 11-13/16 10-1/4 10-1/4

11/32 Holes (4)

BackFrontSide

Size (inch)
W D H A B

D W A

BH
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Wiring Diagram

Figure 6: PAHCMR000 AHU Communications Kit Wiring Diagram.

* Set the UI1, UI2, UI3, and UI4 ports DIP switches as appropriate for your system

** Set the DO1, DO2, and DO3 ports DIP switches as appropriate for your system

SW1 DO Type

On
DO1 : High
DO2 : Middle
DO3 : Low

Off
DO1 : On/Off ***
DO2 : Defrost
DO3 : Alarm

Fan speed

Status
3

SW2
UI Setting

Off/Off UI Setting #1

UI1 : Operation On/Off
UI2 : Heating/Cooling
UI3 : Forced Thermo On/Off
UI4 : Target air temperature

Off/On UI Setting #2
UI1 : Operation On/Off
UI2 : Cooling only/Off
UI3 : Heating only/Off
UI4 : Forced Thermo On and Off

3/4

UI1* UI2*
UI3*

UI4*

DO1** DO2** DO3**

*** This output can be used to start/stop an AHU single-speed fan
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Wiring Diagram

Table 9: RS485/Single Communications Port.

Table 10: NTC Thermistors.

N am e Port Conten ts Elect rical Spec. Funct ion

Thermistor
Room NTC RI1/G Room (Return) air

thermistor NTC 10 kΩ , 5 m Return air temperature
sensor

Thermistor
Pipe in NTC RI3/G Pipe in (Liquid)

thermistor NTC 5 kΩ , 5 m Inlet pipe (Liquid) Temp.
sensor

Thermistor
Pipe out NTC RI4/G Pipe out (Gas)

thermistor NTC 5 kΩ , 5 m Outlet pipe (Gas) Temp.
sensor

N am e Port Conten ts Elect rical Spec. Funct ion

Module
Comm. RS485 CH1 DDC (Modbus)

Comm.
Max 500 m,

2C x (1.0~1.5) mm2

(shield wire)

Communication with
DDC or Main module of
PAHCMS000 model
through Modbus protocol

MULTI V
IDU Comm. RS485 CH2

Max  1 km,
2C x (1.0~1.5) mm2

(shield wire)
Communication with
MULTI V Outdoor unit

Single IDU
Comm. SINGLE N/SIG

Max 75 m,
2C x (1.0~1.5) mm2

(shield wire)
Communication with
Single Split Outdoor unit

MULTI V IDU Comm.

Single IDU Comm.

1) Return Air Duct Thermistor maximum wire length is 500 ft. One good quality mechanical splice in thermistor wire is allowed if no significant additional resistance is added. Use a Stick or Averaging duct  
temperatures sensor. Sensor shall be 10K Type 2 and should be purchased separately. Example: Kele Model KTW-24.
2) If using group control, the maximum length of the group control cable is 164 ft. including remote controller wiring.
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Power Wiring

Figure 7: Power Wiring Connection.

General Power Wiring Guidelines

All electrical work must be performed by a licensed electrician and conform to local building codes or, in the absence of local 
codes, with the National Electrical Code, and the instructions in this manual.
Inadequate power source capacity or improper electric work may result in fire, electric shock, physical injury or death. 

All field-supplied parts, materials, and electric work must conform to local codes.
Improper components and installation may result in fire, electric shock, physical injury or death.

A main switch or disconnect, in accordance with relevant local and national codes, and having a contact separation in all 
poles, must be incorporated in the wiring.
Improper installation by the user may result in fire, electric shock, physical injury or death. 

Refer to the air-source  / water-source heat pump unit installation manual for power wiring sizes, circuit breaker and switch 
capacities, and wiring instructions. 
If the power source capacity for the air-source unit / water-source unit is inadequate or the electric work is not performed properly, it may result in fire, 
electric shock, physical injury or death. 

Use copper wire only and connect wires tightly to the terminals. Install wiring so that other equipment is not obstructed. 
Improper or incomplete connections could result in overheating, fire, electric shock, physical injury or death.

Ensure the power source is disconnected before performing this procedure. 
If the power source is connected during this procedure, it could result in electric shock, physical injury, or death.

1.	 Carefully pull the power cable through the cable nut and grommet.

2.	 Connect the power cable to the power terminal 
block.

3.	 Pull enough cable through 
the nut and grommet to allow 
enough slack for strain relief.

4.	 Tighten the cable nut.

Power Terminal Block

Cable
Insert

Front View with Cover Open
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Communications Wiring

•	Communications wiring must be 18 gauge, shielded, and stranded. 

•	The thermistor cable, remote controller wires, and communications wires should be positioned at least two (2) inches away from power 
supply wires. If these wires are installed too closed together, it may result in product malfunction due to electrical interference.

All electrical work must be performed by a licensed electrician and conform to local building codes or, in the absence of local 
codes, with the National Electrical Code, and the instructions in this manual.
If the electrical work is not performed properly, it may result in fire, electric shock, physical injury or death. 

All field-supplied parts, materials, and electric work must be conform to local codes.
Improper components and installation may result in fire, electric shock, physical injury or death.

Ensure the power source is disconnected before performing this procedure. 
If the power source is connected during this procedure, it could result in electric shock, physical injury, or death.

1.	 Carefully pull the communications cable through the cable nut and grommet.

2.	 Refer to the wiring diagram in the figure below and connect the communications cable to the appropriate communication terminals for 
your system: DDC (RS485 Ch1), or Multi V IDU (RS485 Ch2).

3.	 Pull enough cable through the nut and grommet to allow enough slack for strain relief.

4.	 Tighten the cable nut. Figure 8: Communications Wiring Connection

Comm Cable to:
• DDC (RS485 Ch1), or
• Multi V IDU (RS485 Ch2)

Cable
Insert

Front View with Cover Open

General Communications Wiring Guidelines
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Connection for Fan Signal

L

HI ME
D

LO
W

AHU Communication Kit

H
EX

Motor Control (MCC) Panel

M

N

Air Handler Unit

Motor Input Power
1Ø, 208/230 V ~ 60 Hz

M Motor

Relay

Field Wiring 

Factory Wiring 

L1       L2

Control Power
1Ø, 208/230 V ~ 60 Hz
Cable : Over CV 15AWG
220-240 V ~ 50/60 Hz

R-LOWR-MEDR-HI
LO

W
 (L

)

ME
D 

(L
)

HI
 (L

)

DO1 DO2 DO3

L1(L) L2(N)

AHU Communications Kit to Air Handler Unit Connection (Fan Motor Control)

•	AHU manufacturer-supplied relays must be used 
to connect the LG AHU Communications Kit to the 
AHU fan motor. 
 

•	MCC panel means motor control panel.

Figure 9: AHU Communications Kit to AHU Connection (For Fan Signal).

AHU Communications Kit Hi/Med/Low wires should not 
be connected directly to the AHU fan motor. Improper 
connections could result in fire, electric shock, physical 
injury or death.

•	AHU Communications Kit Hi/Med/Low wires 
should not be connected directly to the AHU fan 
motor. Improper connections could result in prod-
uct damage.

 

•	If the third-party AHU fan motor is the On/Off type, 
the HI/MED/LOW wires from the motor control 
panel to the AHU have to connect as one common 
wire. Example: If just the Hi wire is connected, 
the fan motor will not operate using the LG AHU 
Communications Kit control logic.
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Solutions Overview

A fixed evaporating or condensing temperature of a DX coil (Te ) can be controlled by either return air temperature (Tr )
or room air temperature (TRoom ).  A fixed target evaporating or condensing temperature can be changed in MULTI V
outdoor unit setting. 

DX
CoilAHU

Room

AHU Controller
PAHCMR000 Outdoor Unit

LG Central
Controller
(Optional)

Remote
Controller

T

Tr

e

TRoom.

Expansion Valve
MULTI V lanoitpOOVEE

1

Control

OOffO/nO gnitarepO
OOedoM noitarepO
OOerutarepmeT riA nruteR
XXerutarepmeT riA egrahcsiD
XXffO/nO lamrehT decroF
XXlortnoC yticapaC
OXpotS ycnegremE

Monitor

OOffO/nO gnitarepO
OOedoM noitarepO
OOerutarepmeT riA nruteR
XXerutarepmeT riA egrahcsiD
XOsutats tsorfeD
OOmralA rorrE
XOffO/nO rosserpmoC

Notice:
     O = Applied, X = Not applied
1.  LG Central controller is based on AC Smart and ACP.
2.  Refer to Universal Input – UI Setting #1 for more detail. 

Central ControllerWired Remote Controller

LG Central ControllerLG Remote ControllerFunction List

Return Air Temperature Control
LG Control : Fixed Te + Tr or TRoom

Required Items

Function List
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Solutions Overview

Return Air Temperature Control
DDC Control by Contact Signal : Fixed Te + Tr or TRoom

The DDC controls return air temperature (Tr) or room air temperature (TRoom ) by transferring AI / DI / DO signal to the 
AHU Communication Kit for Return air control. A fixed target evaporator or condensing temperature (Te ) can be
changed in MULTI V outdoor function code setting. LG wired remote controller and LG Central Controller can be
optionally applied, but only monitoring function is possible.

1) Note : When DDC control AHU Controller by contact signal, the control commend of LG central
controller will be disregarded.

DX
CoilAHU

Room

PAHCMR000
AHU Controller Outdoor Unit

DDC
(Field Supply)

Remote
Controller

(Monitoring)

. AI / DI / DO
Signal

LG Central
Controller

(Monitoring only)

T

Tr

e

TRoom

MULTI V Optional (Monitoring only)

Function List Contact Signal type (DDC) LG Central Controller 1

Control

XXOffO/nO gnitarepO
XXOedoM noitarepO
XXOerutarepmeT riA nruteR
XXXerutarepmeT riA egrahcsiD
XXOffO/nO lamrehT decroF
XXXlortnoC yticapaC
XXXpotS ycnegremE

Monitor

OOOffO/nO gnitarepO
OOXedoM noitarepO
OOXerutarepmeT riA nruteR
XXXerutarepmeT riA egrahcsiD
XOOsutats tsorfeD
OOOmralA rorrE
XOXffO/nO rosserpmoC

Notice:
O : Applied, X : Not applied
1. LG Central controller is based on AC Smart and ACP.
2. Refer to Universal Input – UI Setting #1 for more detail. 

Central ControllerWired Remote ControllerExpansion Valve
EEV Optional (Monitoring only)

LG Remote Controller

Required Items

Function List
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Solutions Overview

Return Air Temperature Control
DDC Control by Modbus : Fixed Te + Tr or TRoom

The DDC controls return air temperature (Tr ) or room air temperature (TRoom ) by transferring Modbus signal to the AHU
Communication Kit for Return air control. To control room air, the LG wired controller can be purchased optionally. A
fixed target evaporator or condensing temperature (Te ) can be changed in MULTI V outdoor function code setting.

DX
CoilAHU

Room

AHU Controller
PAHCMR000 Outdoor Unit

DDC
(Field Supply)

Remote
Controller
(optional)

T Room. LG Central
Controller
(Optional)Modbus

Te

Tr

MULTI V lanoitpOlanoitpOVEE

Function List Modbus Comm. type (DDC) 1

Control

OOOffO/nO gnitarepO

OOOedoM noitarepO

OOOerutarepmeT riA nruteR

XXXerutarepmeT riA egrahcsiD

XXXffO/nO lamrehT decroF

XXXlortnoC yticapaC

OXXpotS ycnegremE

Monitor

OOOffO/nO gnitarepO

OOOedoM noitarepO

OOOerutarepmeT riA nruteR

XXXerutarepmeT riA egrahcsiD

XOOsutats tsorfeD

OOOmralA rorrE

XOOffO/nO rosserpmoC

Notice:
     O = Applied;  X = Not applied
1.  LG Central controller is based on AC Smart and ACP.

Expansion Valve Wired Remote Controller Central Controller

LG Central Controller LG Remote Controller

Required Items

Function List



23

Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Solutions Overview

Universal Input Settings
UI Setting #1

UI setting #1 is available when DIP SW 1-2 is OFF and both DIP SW 2-3 and SW 2-4 are OFF.

Notice: Dip SW 1-2 is for contact signal control.

Notice: Maintain previous value when getting intermediate value to UI4

Name Port Value Electrical
Spec. FunctionShort Open

On / Off UI1 (DI) On Off Non voltage Operation On/Off Control

Cool / Heat UI2 (DI) Heating Cooling Non voltage

Heating/Cooling Operation Control 
if operation mode (DIP SW 3-2, 3-3) is set to cooling only mode, UI2
“Short” status will work as fan mode.
if operation mode (DIP SW 3-2, 3-3) is set to heating only mode, UI2
“Open” status will work as fan mode.

Forced
Thermo
On / Off

UI3 (DI) Thermal 
On

Thermal 
Off Non voltage

When UI4(Target temp.) is less than 1.5 V, Target temp. and Room
temp. is fixed like below table

Target
Temp. UI4 (AI)

Voltage Electrical
Spec. Cooling Mode (°F)V Min. Max

< 1.5 0 1.6

DC 0~10 V, 
20 mA

UI3 short : 60
UI3 open : 80

UI3 short : 80
UI3 open : 60

06 061.29.10.2
26 266.24.25.2
46 461.39.20.3
66 666.34.35.3
86861.49.30.4
96 966.44.45.4
17 171.59.40.5
37376.54.55.5
57571.69.50.6
77776.64.65.6
87871.79.60.7
08086.74.75.7
28281.89.70.8
48486.84.85.8
68680.017.8≤ 0.9

Mode
UI3 status

Thermal On Target temp. = 60
Room temp.  = 80

Target temp. = 80
Room temp.  = 60

Thermal Off Target temp. = 80
Room temp.  = 60

Target temp. = 60
Room temp.  = 80

Heating Mode (°F)

Cooling Mode (°F) Heating Mode (°F)
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Solutions Overview

Universal Input Settings
UI Setting #2

‘UI setting #2’ is available when Dip SW1-2 is OFF, Dip SW 2-3 is OFF and SW 2-4 is ON.

Note : Dip SW 1-2 is for contact signal control

Name                   Port
Value Electrical

Spec. Function
Short              Open

On / Off               UI1 (DI)             On                  Off               Non voltage                                                       On/Off operation control

Forced Th. 
On / Off UI4 (DI) Thermal 

On
Thermal 

Off Non voltage

Mode
Status

noitcnuF.cepS lacirtcelE
UI2                                   UI3

Cooling                                  Short                                Open                                 Non voltage                               Cooling mode operation control

Heating                                 Open                                Short                                  Non voltage                               Heating mode operation control

Fan
Open                                Open                                  Non voltage

Fan mode operation control
Short                                 Short                                  Non voltage

Mode

Thermal On Target temp. = 60
Room temp.  = 80

Target temp. = 80
Room temp.  = 60

Thermal Off Target temp. = 80
Room temp.  = 60

Target temp. = 60
Room temp.  = 80

Cooling Mode (°F) Heating Mode (°F)

Operation Mode Setting
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Solutions Overview

Digital Output Settings
DO Setting #3 continued

Status Output is availabe when DIP SW1-3 is OFF

Digital Output – Fan Speed (Fixed)
Fan Speed Output (Fixed) is available when DIP SW1-3 is ON and DIPSW1-4 is ON.

Name
Value

noitcnuF.cepS lacirtcelE
Short                      Open

On / Off                    DO1                        On                        Off

12 VDC / 1A,
250VAC / 3A )edom tsorfed latot ylnO(sutatS tsorfeD UDOlamroNtsorfeD2ODtsorfeD

sutats tuptuo rorrElamroNrorrE3ODmralA

Port

N am e Port
Value

Elect rical Spec. Funct ion
Short O pen

Fan_High DO1 High
Operation

OFF
250 V AC / 1 A
30 V DC / 1 A 

The fan will always be running as set
fan speed except defrost.
During defrost, the fan speed will
change as low fan speed.

Fan_Mid DO2 Mid

Fan_Low DO3 Low

R32 Leak DO1 Alarm Off DIP SW_FLASH Set R32- DO1 closes on leak

DIP SW_FLASH (3 OFF) Set 410A - DO1 is ON / OFF Status
1)

1)When DIP SW_FLASH - SW 3/4 (see Page 11) is set to Refrigerant Leak Detection, DO1 closes upon activation of refrigerant leak Detection Alarm 
sequence. On / status output is disabled.
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Solutions Overview

Digital Output – Fan Speed (Change) 
Fan Speed Output (Change)’ is available when DIP SW1-3 is ON and DIP SW1-4 is OFF.

Table 11: Cooling or Heating – TH ON.

N ame Port
Value

Elect rical Spec. Funct ion
Short O pen

Fan_High DO1 High
- 250 V AC / 1 A

30 V DC / 1 A
DO ports output fan speed signal
according to setting valueFan_Mid DO2 Mid

Fan_Low DO3 Low

N ame Port
Value

Elect rical Spec. Funct ion
Short O pen

Fan_High DO1
250 V AC / 1 A
30 V DC / 1 A DO 1,2 is ‘ Open’, DO 3(Low) is ‘short’.Fan_Mid DO2

Fan_Low DO3

N ame Port
Value

Elect rical Spec. Funct ion
Short O pen

Fan_High DO1

250 V AC / 1 A
30 V DC / 1 A

1) During defrost, All DOs are ‘Open’.
2) The fan speed will be changed

according to TH on/off.
In  coo ling  m ode, 
- The fan speed will be running as low

fan during TH off.
- The fan speed will be running as set

fan speed during TH on.
In  heat ing  m ode,
- The fan speed will be stopped during

TH off temperature setting.
- The fan will be running for 20 s during

TH OFF.
- The fan speed will be running as set

fan speed during TH on with pipe
temp.

Fan_Mid DO2

Fan_Low DO3 - TH OFF

TH OFF -

- TH OFF
- TH OFF

- TH OFF
- TH OFF

Table 12: Cooling – TH OFF

Table 13: Heating – TH OFF or Defrost.
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Solutions Overview

Remote Controller

noitcnuF.cepS lacirtcelEmetItroPemaN

REMO                    +12V/SIG/GND Wire Remote
Controller Max 164 ft                                        Communication with Wired Remote Controller

noitcnuF.cepS lacirtcelEmetItroPemaN

EEV                         12 VDC/1/2/3/4                EEV Control Max 32.8 ft EEV Control

noitcnuFtroPemaN

 xT .mmoC subdoM1DELL10DL

 xR .mmoC subdoM2DELL20DL

 xT .mmoC rennI3DELL30DL

 xR .mmoC rennI4DELL40DL

)UDO htiw gnitacinummoc nehw ffO/nO taepeR( .mmoC UDO5DELL50DL

)srucco rorre nehw ffO/nO taepeR( sutatS rorrE6DELL60DL

Communication Module

Electronic Expansion Valve

LED Display
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
External Connection Diagrams

Return Air Temperature Control
Multi V and EEV Kit and DDC (Contact Signal)

L   N

Refrigerant Piping (Field Supply)

Wire & Thermistor (LG Supply)

AI/DI/DO Signal (Field Supply)

DX
Coil

Pipe out (Gas) Thermistor

Pipe in (Liquid) Thermistor

Fa
n c

on
tro

l

Return (Room) Thermistor

EEV Kit
Kit

CH 2 A+
CH 2 B-

4(B)
3(A)

Digital 
output

On/Off, Defrost, Alarm

)

GND

12V
SIG RI 1 G RI 3 G RI 4 G

On/Off, Cool/Heat, 
Target temp

EEV

Power Supply

N( L2 )
L(L1 )

N( L2 )
L(L1 )

4(B)
3(A)

ID
U 

A
ID

U 
B

R S T N
Power Supply 1

Fuse

IN T A
IN T BACP : CH 1 ~ CH 4

AC SM ART : CH 2

Central Controller

R S T N

Wire (Field Supply)

CN_REM O

CN_REM O

Remote
Controller

Adapter
L

N

Liquid pipe
 

Gas pipe

MULTI V 
Outdoor unit

Indoor unit

Indoor unit

Comm. module

Universal 
Input

Air Handling Unit
(field supply)

Local AHU
Controller

(Field Supplied)

Notice:
1. The type of power supply of outdoor unit can vary depending on the outdoor model.
2. Please make wiring between LG controller and outdoor unit with the same polarity.
3. LG controller can be optionally applied with DDC.

Compatible EEV Kit models are PRLK048A0 / PRLK096A0 / PRLK396A0
PRLK594A0 is not compatible
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
External Connection Diagrams

Return Air Temperature Control
Multi V and EEV Kit and LG Control/DDC (Modbus Signal)

L   N

DX
Coil

Pipe in (Liquid) Thermistor

Pipe out (Gas) Thermistor

Return (Room) Thermistor

Comm. module

 

CH 2 A+
CH 2 B-

4(B)
3(A)

B )

GND

12V
SIG RI1 G RI3 G RI4 G

EEV

N(L2)
L(L1)

N(L2)
L(L1)

4(B)
3(A)

MULTI V 

ID
U 

A
ID

U 
B

R S T N
1

Fuse

INT A
INT BACP : CH 1 ~ CH 4

AC SMART : CH 2

R S T N

          

CN_REMO

CN_REMO

Adapter

L

N
B- CH1
A+ CH1

Liquid pipe

Central Controller Outdoor unit

Power Supply

Power Supply

Indoor unit

Indoor unit

Fa
n c

on
tro

l

Remote
Controller

Modbus 
Communication

EEV Kit

Gas pipe

Refrigerant Piping (Field Supply)

Wire & Thermistor (LG Supply)

AI/DI/DO Signal(Field Supply)

Wire (Field Supply)

Air Handling Unit
(field supply)

Local AHU
Controller

(Field Supplied)

Notice:
1. The type of power supply of outdoor unit can vary depending on the outdoor model.
2. Please make wiring between LG controller and outdoor unit with the same polarity.
3. LG controller can be optionally applied with DDC.

Compatible EEV Kit models are PRLK048A0 / PRLK096A0 / PRLK396A0
PRLK594A0 is not compatible
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
External Connection Diagrams

Multiple Modules Installation
One Air Handling Unit

. . .Outdoor  
Unit

IDU communication line

L   N

Power line

Return air
sensor

Pipe in & out
sensor

Pipe in & out
sensor

Pipe in & out
sensor

Remote
Controller

DDC
Contact or modbus signal line

LG 
Central  

Controller

ODU
communication
line

RA temp. 
controller
<Master>

02:XX

RA temp. 
controller
<Slave>
02:XX

RA temp. 
controller
<Slave>
02:XX

Notes:
1. Central control address ’02:XX’ can be set to any number in the range 00 ~ FF

. . .Outdoor  
Unit

IDU communication line

L   N

Power line

Return air
sensor

Pipe in & out
sensor

Pipe in & out
sensor

DDC

Remote
Controller

Remote
Controller

Remote
Controller

Pipe 
in & out
sensor

Contact or modbus signal line

LG 
centralized  
controller

ODU
communication
line

Return air
sensor

Return air
sensor

RA temp. 
controller

<Master>
02:XX

RA temp. 
controller
<Master>

02:XX

RA temp. 
controller
<Master>

02:XX

Notice:
1. Central control address ’02:XX’ can be set to any number in the range 00 ~ FF.

Multiple Air Handling Units
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

AHU COMMUNICATION KIT INSTALLATION
Control Functions

BMS Protocol - PAHCMR000 Modbus Points
Modbus Points - Function Codes

Function Code 

Notice:  

Register Description  Value explanation 1 2 3 4 5 6 
00001 Operating On / Off ● - - - ● - 0: Off / 1: On 
00002 Reserved - - - - - - - 
00003 All Button Lock ● - - - ● - 0: Unlock / 1: Lock 
00004 Mode Lock ● - - - ● - 0: Unlock / 1: Lock 
00005 Fan Speed Lock ● - - - ● - 0: Unlock / 1: Lock 
00006 Target Temp. Lock ● - - - ● - 0: Unlock / 1: Lock 
00007 Error ● - - - - - 0: Normal / 1: Error 
00008 Reserved - - - - - - - 
10001 Comp Status - ● - - - - 0: Off / 1: On 
10002 Defrost Status - ● - - - - 0: Normal / 1: Defrost 
10003 Oil Return - ● - - - - 0: Normal / 1: Oil Return 
10004 Reserved - - - - - - - 
10005 Reserved - - - - - - - 
10006 Reserved - - - - - - - 
10007 Reserved - - - - - - - 
10008 Reserved - - - - - - - 
30001 Error Code - - - ● - - 0~255 
30002 RA Temp. - - - ● - - -50 ~ 100°C  (x10) 
30003 Reserved - - - - - - - 
30004 Pipe In Temp. - - - ● - - -50 ~ 100°C (x10) 
30005 Pipe Out Temp. - - - ● - - -50 ~ 100°C  (x10) 
30006 Capacity - - - ● - - 0~255 [kBtu] 
30007 Reserved - - - - - - - 
30008 Reserved - - - - - - - 
40001 Operation Mode - - ● - - ● 0: Cooling / 2: Fan / 4: Heating 
40002 Fan Speed - - ● - - ● 1: Low / 2: Middle / 3: High 
40003 Target Temp. - - ● - - ● -10 ~ 100°C  (x10) 
40004 Target Temp. Upper Range - - ● - - ● 15.6 ~ 30°C  (×10, 1.0°C ) 
40005 Target Temp. Lower Range - - ● - - ●  (×10, 1.0°C ) 
40006 Reserved - - - - - - - 
40007 Reserved - - - - - - - 
40008 Reserved - - - - - - - 
40009 Reserved - - - - - - - 
40010 Reserved - - - - - - - 

Code Description Register 
0x01 Read Coils 00001~00008 
0x02 Read Discrete inputs 10001~10008 
0x03 Read Holding Registers 40001~40010 
0x04 Read Input Registers 30001~30008 
0x05 Write Single Coil 00001~00008 
0x06 Write Single Holding Register 40001~40010 

1. Configuration is 9600bps, parity none, and stop bit 1.
2. To change sub address, refer to main module address setting.

15.6 ~ 30°C 

Modbus Points - Memory Map



32

PA
HC

M
R0

00
 A

HU
 C

om
m

un
ic

at
io

n 
Ki

t f
or

 R
32

 In
st

al
la

tio
n 

M
an

ua
l

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

EEV KIT INSTALLATION
Introduction, Specifications, and Design Parameters

Specifications
Table 14: EEV Kit Specifications Table.

Figure 10: EEV Kit.Introduction
When used with the LG AHU Communications Kit (sold separately), the LG EEV Kit controls refrigerant flow between 
LG Multi V air-source or water-source units and a third-party air handler unit (AHU).
The EEV Kits for PAHCMR000 are offered in three sizes: 
•	PRLK048A0 supports 12 through 96 MBH (8 tons maximum)
•	PRLK096A0 supports 115 through 192 MBH (16 tons maximum)
•	PRLK396A0 supports 216 through 384 MBH (32 ton maximum)

Table 15: EEV Kit Compatibility Table.

EEV Kit Design Parameters
•	Maximum of one (1) EEV Kit can be connected to one (1) AHU 

Communications Kit.
•	Minimum coil entering air temperature for heating mode is 41°F.
•	Requires field-supplied six-conductor communication cable to 

connect to AHU Communications Kit.

•	Maximum distance between EEV Kit and AHU Communications Kit 
is thirty-two (32) feet.

•	Designed for indoor installations (field-supplied waterproof enclo-
sure must be used when installing outdoors).

PAHCMR000 PAHCMS000
PRLK048A0 

(8 tons max) HP/HR HP

PRLK096A0 
(16 tons max) HP HP

PRLK396A0 
(32 tons max) HP HP

PRLK594A0 
(48 tons max) NA

HP (requires EEV 
module)

AHU Communica�on Kit
EEV Kit

HP = Heat Pump;  HR = Heat Recovery

Model Number PRLK048A0 PRLK096A0 PRLK396A0 

For Use With PAHCMR000 and PAHCMS000

Power Supply Requirements Powered by Air Handler Unit Comm Kit (12 VDC)
Ambient Opera�ng 
Temperature Range - 4 to 149F

Ambient Opera�ng 
Humidity Range 0 to 98% (Non-condensing) 

Dimensions (in., W x H x D) 8-5/8 x 15-15/16 x 3-5/16 13-25/32 x 7-3/32
x 13-39/64-

Net Weight (lbs.) 6.8 11.0 
Shipping Weight (lbs.) 7.9 12.1 

Maximum Air Handler Unit 
Capacity (Btu/h) 96,000 192,000 384,000 

Communica�ons Cable AWG 18 x 6 Stranded, Shielded Copper Wire
Refrigerant Type R410A  
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

Parts
EEV KIT INSTALLATION

1

25

3

4 4

8

7

6

9

Diagram 
Label Part Name  Quantity

1 Top Panel One (1)
2 Bracket Two (2)
3 Terminal Box One (1)
4 Cable Connectors Two (2)
5 Pipe Insulation One (1)

6 Electronic Expansion Valve Assembly
(EEV, Strainer, Tube) One (1)

7 Support Tie One (1)
8 Bottom Panel One (1)

9 Thermistor Assembly, NTC: 
Pipe-In Thermistor, Pipe-Out Thermistor Two (2)

Table 16: PRLK048A0 and PRLK096A0 EEV Parts Table.Figure 11: PRLK048A0 and PRLK096A0 EEV Parts.

1

2

3

4

5

Table 17: PRLK396A0 EEV Parts Table.
Diagram 

Label Part Name  Quantity

1 Panel A, Upper One (1)
2 Panel B, Upper One (1)
3 Bracket Two (2)
4 Panel, Base One (1)

5 Thermistor Assembly, NTC: 
Pipe-In Thermistor, Pipe-Out Thermistor Two (2)

Figure 12: PRLK396A0 EEV Parts.
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

EEV KIT INSTALLATION
Mounting

7-1/2 inches

Ø1/4”

13
-5/

16
 in

ch
es

Mounting the PRLK048A0/
PRLK096A0 EEV Kit
1.	 Remove the Top Panel by unscrewing the screws 

at the four (4) corners.
2.	 Using the Bottom Panel as a template, mark the 

location on the wall or ceiling where the holes 
for the screws should be placed. Drill the four (4) 
holes.

3.	 Attach the EEV Bottom Panel securely using four 
(4) field-supplied 1/4 inch long screws.

Figure 13: Removing the Screws. Figure 14: EEV Bottom Panel 
                 Hole Dimensions.

Mounting the PRLK396A0 EEV Kit

1. Remove the two screws
    from the EEV kit base plate

3. Remove the four screws
    from the cover plate

4. Remove the cover plate 5. Drill holes in the correct locations
    and use 4 field-provided screws
    to secure the EEV kit.

Model Length (inch)
A B

PRLK396A0 10-3/4 7-1/2

2. Remove the base plate.

A

Pipe diameter 5/8”

B

Hole
size
1/4”

Pipe diameter 5/8”

PRLK594A0 10-3/4 7-1/2
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

EEV KIT INSTALLATION
Preparing the Piping

A. Inlet Pipes from the Air 
    Source / Water-Source Unit. 
B. Outlet pipes to AHU 
    Evaporator Coil. 
C. Pipe Support Bracket. 
D. Pipe Insulation. 
E. EEV Assembly. 
F. 1/2 Inch O.D. Field Piping 
    (Inlet / Outlet).

E

D

C (Two
[2])

F

F

B A

Preparing the Piping
PRLK048A0 and PRLK096A0
1.	 Unscrew the four (4) M4 screws and detach the two (2) EEV As-

sembly pipe support brackets.
2.	 Remove the EEV Assembly; remove the pipe insulation from the 

EEV Assembly.
3.	 If cutting pipe, refer to the cutting instructions on the next page.
4.	 Braze the field-supplied inlet / outlet piping to the EEV Assembly.  

See next page for brazing instructions.

Figure 15: PRLK048A0 and PRLK096A0 EEV Kits.

PRLK396A0
1 Check the inlet/outlet pipe before brazing the EEV KIT.

AHU side Outdoor
unit side

A

Air-conditioning 
standard refrigerant flow

3 Braze the connector pipe (not provided) at the outdoor unit. 
4 When connecting the outdoor unit's connector pipe and the EEV KIT pipe, be sure to use a

socket (not provided) that meets the necessary specifications. 
5 As the size of the EEV KIT pipe and the outdoor unit's connector pipe could vary, check the

sizes beforehand and use a socket that meets the necessary specifications. 
6 When brazing, make sure to follow safety precautions at all times. 
7 Be sure to insulate pipe A after welding with insulation (15T or more).

Notice:
Be sure to pass nitrogen through when brazing. Failure to do so could cause the compressor
to not function properly or become damaged. 
It is essential that the pipe is wrapped with a wet towel before and after brazing. Failure
to do so could result in equipment damage.
Use a protective panel or be especially cautious not to let welding sparks come in contact
with the AHU panel.
After brazing, be sure to test for leaks.
Failure to properly insulate the pipe after welding may result in leaks.

Outdoor unit 
connector pipe
(not included)

Connector socket
(not included)

(not included)

AHU and Outdoor
Unit Connection

AHU Connection

2 If cutting pipe, refer to the cutting instructions on the next page. 

Outlet Inlet

Connector
socket (elbow)
(not included)
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

EEV KIT INSTALLATION
Brazing and Insulating the Piping

Liner

Fold

A B C
D

f

Brazing

E

F

A Refrigerant Piping
B Area to be Brazed
C Tape

D Hands-On Valve
E Pressure-Reducing Valve
F Nitrogen

Insulating the Piping
1.	 After brazing is complete, place the Pipe Insulation back on the 

EEV Assembly. Peel off the liner, fold the insulation as shown in 
the figure at right, and press down to seal.

2.	 Fully insulate the field piping up to the EEV Assembly. To avoid 
condensation, make sure there are no gaps between the field 
piping insulation and the EEV Assembly insulation. Finish the 
connection with tape.

3.	 To secure the EEV Assembly, re-install the two (2) pipe support 
brackets using the four (4) M4 screws.

Brazing 
Use a nitrogen purge set to 0.02 MPa while brazing. 
  

   Brazing without a nitrogen purge will create a large amount of  
   oxidization on the inside of the pipes, adversely affecting valves and  
   compressors in the refrigerating system and preventing normal system  
   operation. 

•	When brazing the field piping to the EEV Kit Assembly, use a wet cloth to pro-
tect and ensure that the main EEV body temperature does not exceed 248°F.

•	Make sure that the other parts such as electrical box, support ties, and wiring 
are also protected from direct flames during brazing.

•	After brazing is complete, use medical grade dry nitrogen and pressure 
test the refrigerant piping system to a minimum of 550 psi for a period of 24 
hours. Pressurize the liquid, low pressure vapor, and high pressure vapor 
pipes (heat recovery systems only) of the air-source / water-source units 
concurrently. The test must be done with the air-source / water-source unit 
service valves closed. (For more details, refer to the manual of the respective 
air-source / water-source installation manuals.)

Figure 16: Brazing Field Piping to EEV Assembly.

Figure 17: Installing the Insulation.

Cutting the Piping

1 Use a copper pipe cutter to cut the pipe in a straight line. 

2 When cutting, tilt the pipe end downward to prevent 
burrs from getting inside the pipe. After cutting, use 
a reamer to remove any burrs from inside the pipe.

Copper 
pipe cutter 90° Incline Roughness

Pipe

Copper 
pipe cutter 90° Incline Roughness

Pipe

Notes:
The presence of burrs can result in refrigerant leakage.
Remove any burrs with a reamer.
Cutting dust could lead to malfunctioning if it gets 
inside the pipe. 
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

EEV KIT INSTALLATION
 PRLK048A0 and PRLK096A0 Wiring

A . Terminal Box Cover
B . Cable Connector
C. Terminal Connections
D. Support Tie
E. Field-Supplied Wiring (Six [6] Wires, 18 AWG, 

  Stranded, Shielded)

A

B
D

E

B
R

R
D

B
L

O
R

Y
L

W
H

EEV

C

Detailed View

E

BR: Brown
RD: Red
BL: Blue
OR: Orange
YL: Yellow
WH:  White13-5/16"

7-1/2" Mounting
Hole 1/4"

To AHU
Communications
Kit

EEV Kit
(Top Cover Removed)

Pipe Outlet 1/2"
to AHU coil liquid
pipe connection

Pipe
Inlet 1/2"
from ODU

F: Terminal Connection Label

F

Figure 18: PRLK048A0 and PRLK096A0 EEV Kit Wiring.

Wiring Installation
1.	 Open the terminal box cover (A) by unscrewing the four (4) M4 screws. 

2.	 Run field-supplied wiring (six [6] wired, 18AWG, stranded, shielded copper) to / from the AHU Communications Kit through the cable 
connector on the EEV Kit. 

3.	 Connect wiring to the terminal connections as shown (C), following the label and color codes pasted onto the bottom of the terminal box 
and listed on the AHU Communications Kit PCB diagram. Securely tighten all connections. 

4.	 Route the wiring through and out the EEV Kit as shown, and secure with the support tie (D). 

5.	 Re-install the terminal box cover (A) and secure with the four (4) M4 screws. 

6.	 Taking care not to damage the field-supplied wiring or insulation, reattach EEV Kit top panel by securing with screws at four (4) corners.  

Before connecting the field-supplied wiring, compare with the connection labels between EEV Kit and AHU Communications Kit. Connect the wiring 
according to the PCB diagram for the AHU Communications Kit. If the wiring is incorrect, the products will malfunction.
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

EEV KIT INSTALLATION
PRLK396A0 Wiring

Figure 19: PRLK396A0 EEV Kit Wiring.

Wiring Installation
1.	 Open the terminal box cover.
2.	 For PRLK396A0, run the field-supplied wiring (six [6] wired, 18AWG, stranded, shielded copper) to / from the AHU Communications Kit 

through the cable connector on the EEV Kit.
3.	 Connect wiring to the terminal connections following the label and color codes pasted onto the bottom of the terminal box and shown 

below. Securely tighten all connections.
4.	 Route the wiring through and out the EEV Kit as shown, and secure with the support tie (D).
5.	 Re-install the terminal box cover and secure the cover with the four (4) screws.
6.	 Taking care not to damage the field-supplied wiring or insulation, reattach the EEV Kit Top Panel by securing it with the screws at the four 

(4) corners.

BR : Brown
RD : Red
BL : Blue

OR : Orange
YL : Yellow
WH : White

Field Wiring

A

B

PRLK396A0 EEV Kit
(cover removed)

10
-3/

4

7-1/2

Mounting
Hole 1/4

Pipe Outlet 5/8
to AHU coil liquid
pipe connection

Pipe Inlet 5/8
from ODU

D
D

AHU controller

Detail

A. Terminal Box Cover
B. Cable Strain Relief Connector
C. Terminal Connector
D. Electrical Wiring (field supplied,
     6 wires, 18 AWG, stranded,
     shielded
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Installation

These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

EEV KIT INSTALLATION
Thermistor Installation

Thermistor Locations
All thermistors (one [1] return air [room] thermistor and two [2] pipe thermistor) must 
be correctly installed to ensure proper AHU Communications Kit operation. 

1.	 Return Air (Room) Thermistor: Install it at the AHU heat exchanger inlet in the 
return air stream.  
 

2.	 Pipe In Thermistor: Install it ahead of the distributor on the coldest area in the heat 
exchanger (contact the heat exchanger manufacturer for the precise location). 
 

3.	 Pipe Out Thermistor: Install it on the vapor line outlet of the heat exchanger as 
close as possible to the heat exchanger.

Pipe In (Liquid)
Thermistor

Pipe Out (Vapor)
Thermistor

Air Handler Unit

Tie

Thermistor

45°

Step 1 Step 2

System operation must be evaluated to determine if the AHU evaporator is protected 
against freezing up. Run a system test, and see if the AHU evaporator is freezing up.

Thermistor
Air Flow

Air Handler Unit

AHU Communications Kit

Return Air
Thermistor

T

Figure 20: Location of the Return Air (Room) Thermistor.

Figure 21: Locations of the Pipe Thermistors.

Thermistor Cable Installation
•	Place the thermistor cables in a separate protective tube. 

•	Always add a pull-relief to the thermistor cable to avoid strain on 
the thermistor cable and loosening of the thermistor.

Strain on the thermistor cable or loosening of the thermistor may result 
in a bad contact and incorrect temperature measurements. Thermistors 
must be securely attached for proper operation.

Figure 22: Securing the Thermistor Cable.
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

EEV KIT INSTALLATION
Thermistor Installation

Tips for Attaching the Pipe In / Pipe Out Thermistors
•	Put the thermistor cable in a separate protective tube.
•	Always add a pull-relief to the thermistor cable to avoid strain on 

the thermistor cable and loosening of the thermistor. Strain on the 
thermistor cable or loosening of the thermistor can result in bad 
contact with the pipe and incorrect temperature measurement.

Attaching the Pipe Thermistors Figure 23: Attach Pipe Thermistors.

•	To avoid water accumulating on the thermistor tip, position 
the thermistor cable slightly below the thermistor tip, or 
install the thermistor tip parallel with the cable.

Do not include a 90° angle or a kink in the thermistor 
cable, nor install the thermistor tip upside down.

Figure 24: Thermistor and Cable Installation.

1.	 Securely attach the thermistor to the pipe with a field-supplied pipe strap. 

2.	 Insulate the thermistor with a field-supplied insulation sheet that is >5t.

Thermistors must be securely attached with a pipe strap. The equipment will not 
operate properly if thermistors are not making good physical contact in the appro-
priate installation location.

Step 1 Step 2

Figure 25: Positioning for Pipe In Sensor at the AHU Coil.

2 Tie wrap

Thermistor

45°

1
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

TESTING

Testing
Before testing, make sure all information is understood completely, and follow the guidelines listed in this manual.
•	Check the air-source / water-source unit refrigerant piping, additional refrigerant charge, maximum allowable piping length, and opening the 

shut-off valve. (For more detailed information, see the respective air-source / water-source unit installation manual).
•	Operate the testing procedure.
1.	 Connect the power, and turn the system on.
2.	 Check remote controller for error codes.

•	For more detailed function of the wired remote controller, refer to its Owner’s / Installation Manual.
•	Buttons 3, 4, 11, 12 on the wired remote controller do not operate.

Figure 26: Wired Remote Controller Buttons.

1

7
8
9

10

11

13
12

14
15
16
17

2
3

4

5
6

1.	 Operation indication screen
2.	 Set temperature button
3.	 Fan Speed button
4.	 Set back button
5.	 Operation mode selection button
6.	 Wireless receiver - some equipment are not 

equipped to receive the wireless signals
7.	 Sub-function button
8.	 Ventilation button
9.	 Reservation button
10.	Air flow button
11.	 Cooling desired temperature
12.	Function setting button
13.	Up, Down, Left, Right button
14.	On/Off button
15.	Heating desired temperature
16.	Setting / Cancel button
17.	Exit button
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

TROUBLESHOOTING

Problem Cause Solution

AHU Communications
Kit Does Not Work

No Power Check the power supply electrical connections and voltage.
Wiring is Incorrect Check the AHU Communications Kit electrical connections (see wiring diagram).

AHU Communications Kit
is Damaged Check AHU Communications Kit electrical and mechanical components.

EEV Kit Does Not 
Work

Wiring is Incorrect Check the EEV Kit electrical connections.
Piping is Incorrect Check the piping connections between the EEV Kit and the outdoor unit.

Table 18: Troubleshooting.
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LG PROPRIETARY INFORMATION

TROUBLESHOOTING

Error Code Description Details

CH01 Return Air (Room) Thermistor Error Return air (room) thermistor has disconnected from AHU, or
has short circuited.

CH02 Pipe In Thermistor Error Pipe in thermistor has disconnected from AHU, or has short
circuited.

CH03 Communication Error Between Wired Remote Controller and AHU 
Communications Kit

No communication signal for more than three (3) minutes
from the controller to the AHU Communications Kit.

CH05 Communication Error Between
AHU Communications Kit and Air-Source / Water-Source Unit

No communication signal for more than five (5) consecutive
minutes from AHU Communications Kit to the Air-Source / 

Water-Source Unit.

CH06 Pipe Out Thermistor Error Pipe out thermistor has disconnected from AHU, or has short
circuited.

Table 19: Error Code Table.

Error Codes
•	The error code function indicates when an operation failure occurs in the system, and provides self-diagnosis about the type of error. 

•	The error code is displayed on the wired remote controller and the control board LED on the air-source / water-source unit. 

•	If two or more two errors occur simultaneously, the smallest of the error code numbers is displayed first. 

•	When the problem causing the error code to appear is fixed, then the error code will immediately stop displaying on the LED.
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These schematics are offered for illustration purposes and LG is not responsible for the incorrect design or installation of the system.
LG PROPRIETARY INFORMATION

The product’s full Limited Warranty terms and conditions and arbitration  
requirements are available at https://www.lghvac.com.

LIMITED WARRANTY (USA)



LG Electronics, U.S.A., Inc.
Air Conditioning Technologies
4300 North Point Parkway
Alpharetta, Georgia 30022
www.lghvac.com IM_AHU_Comm_Kit_PAHCMR000_R32_06_26

Contact an LG representative if there are any 
questions about the AHU Communications Kit or its installation.


